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FCT~ >

FVNR

HIGH SERVICE
PUMP 08-P-08

AT~

FVNR

HIGH SERVICE
PUMP 08-P-06

MEDIUM VOLTAGE (5KV) MOTOR CONTROL CENTER

MCC-MV -1

(LOCATED ADJACENT TO THE HIGH SERVICE PUMP STATION)

CUTLER-HAMMER MOTOR PROTECTION RELAY TO MATCH EXISTING

I~

FVNR

HIGH SERVICE
PUMP 08-P-07

ALL MOTORS TO BE PROVIDED WITH JNTERNAL) 250 kVAR POWER FACTOR CORRECTION
CAPACITORS TO MATCH EXISTING >

LCP 08-LCP-203 FROM PANEL 08-STDBY-LPO1.
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Houston Area
Water Corporation

NORTHEAST WATER PURIFICATION SYSTEM
PHASE 2 EXPANSION

HIGH SERVICE PUMP_STATION
SINGLE LINE DIAGRAM
MOTOR CONTROL CENTER MCC-MV-1




